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NOTE:
Backf low Preventers To Be Set A Minimum Of 12 inches
From Floor To The Lowest Part Of Device. And A
Maximum Of 5 Ft. From The Floor To The Top Of Device.
And 12 inches From Any Wall.
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IS INSTALLED ON WATER LINE IN FRONT OF WATER METER.

¥ MINIMUM CLEARANCE ONLY REQUIRED IF SHELTER IS DESIGNED FOR MAN
ENTRY. A NON-MAN ENTRY SHELTER SHALL HAVE ACCESS DOORS FOR
ROUTINE TESTING AND A READILY REMOVABLE COVER AS ALSO SHOWN
ABOVE.
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LINE VALVE REQUIRED WHEN BACKFLOW PREVENTION DEVICE

IS INSTALLED ON WATER LINE IN FRONT OF WATER METER.

* MINIMUM CLEARANCE ONLY REQUIRED IF SHELTER IS DESIGNED FOR MAN
ENTRY. A NON-MAN ENTRY SHELTER SHALL HAVE ACCESS DOORS FOR
ROUTINE TESTING AND A READILY REMOVABLE COVER AS ALSO SHOWN

ABOVE.
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